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TOP OF PIPE—
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AR BEDDING MATERIAL

GRANUL
(ASTM C33 #67 CRUSHED STONE
OR GRADED WASHED GRAVEL)
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FIRM SUBGRADE

NOTES:

1. WHERE TRENCH WALLS BELOW TOP OF PIPE ARE UNSTABLE AND REQUIRE
SUPPORT TO MAINTAIN TRENCH DIMENSION, THE SUPPORT SHALL BE LEFT
IN PLACE.

2. MAXIMUM COVER = 1507
3. DETAIL APPLIES TC PVC PIPE.

4. IF SUBGRADE IS NOT STABLE, UTILIZE ASTM C33 #2 OR #3 CRUSHED STONE
STABILIZE AND TRANSMIT GROUNDWATER. ORIGINAL BEDDING DETAIL TO BE
UTILIZED OVER THE SUBGRADE STONE STABILIZATION.
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